
ATTENTION:

This workbook is based on the best information and data available at the time of the analysis. 
Replicability of results summarized in this workbook and in the FY2013 State of the City's Facility 
Infrastructure & Fleet Inventory report will depend on assumptions, exclusions, and exceptions made 
on a case‐by‐case basis. Steps are being taken to address the gaps and outliers identified during the 
course of this analysis and future data pulls may reflect these improvements. In addition to the 
caveats listed in the Infrastructure Report, see below for cautions on extrapolating information using 
the contents of this workbook:

The base data is a snapshot of Facility records as of July 2013, leaving the analysis vulnerable to manual 
entry error, missing records, and outliers within the source data.

Due to the span of the analysis and changes in: construction costs, inflation, ongoing maintenance, and 
purchases and sales planned in coming years, entries should be audited, removed, or edited to reflect 
current data. 



Owned Data

Rank Asset Address
Unless otherwise noted properties 

are in Atlanta, GA

Usage / Common Name Primary 
Department

Secondary 
Department

Lessee Lease 
Termination 

Date

City Responsible 
for Maintenance 
Yes (Y) or No (N)

Parcel ID 
Number

Occupied (O)
or

Vacant (V)

Primary 
Department 
Asset (SF)

Secondary 
Department 
Asset (SF)

Parking SF 
and or 
Type

Number of 
Stories

Facility 
Built (Year)

Age 
(Year)

Expected Life 
Cycle (Year)

Years Past 
Life Cycle

Years Past 
Life Cycle: 
High=10+, 
Medium=5‐
10, Low=0‐

5

Description of Annual Maintenance 
Needs

Annual 
Maintenance 
Needs ($)

Annual 
Maintenance 
Budget ($)

Safety 
Enhancemen
t Issue Yes 
(Y) or No (N)

Core and 
Shell 

Systems 
Failure (Y) 
or No (N)

Core and 
Shell 

Systems 
Failure 

Structural 
(Y) or No 

(N)

Facility 
Functional 

Needs are Met 
Yes (Y) or No 

(N)

Funding for 
Facility 

Replacement 
or Occupant 
Relocation 

Identified? Yes 
(Y) or No (N)

 Maintenance, 
Repair, & Element 

Replacement 
Deficiency Cost ($) 

A 

Category 1. Light 
Use, 2. Light 

Mfg./Storage, 3. 
Heavy 

Use/Hazmat, 4. 
Res.

 Replacement 
Value of the 
Facility ($) 

B 

 Estimated Cost  Facility 
Condition 
Index 
(FCI%) 
A/B

Good 
(<5%), 
Fair (5%‐
11%) or 
Poor 
(>11%)

Council 
District

Data Entry 
Complete 
Yes (Y) or 
No (N)

Sale Planned 
Yes (Y), No (N) 

Possible 
(Poss), or 
Unknown 
(UNK)

To be 
Demolished 
Yes (Y), No 
(N), or 

Possible (Poss)

Cost of 
Demolition  

($) 

Description of Safety Enhancement Issue 
From Departments

Description of Must Needed Major Repairs 
From Departments

Description of Must Needed Major Repairs 
From OEAM

OEAM Additional Comments General Comments Overall 
Priority 
High, 

Medium, 
Low

Replacement 
Needed Yes 
(Y) or No (N)

Repair 
Needed 
Yes (Y) or 
No (N)

Asset 
Deemed 
or to be 
Deemed 
Surplus 
Yes (Y) or 
No (N)

1 70 Boulevard, NE MLK North Natatorium  DPR N/A N/A N/A Y 14‐46‐11‐77 O 56,225 0 N/A UNK UNK UNK 30 UNK UNK UNK UNK Y Y Y N N UNK 3  $      15,000,000  $15,000,000  UNK 2 N N N N/A Building is structurally unsafe. Building will be demolished and rebuilt in a 
new location.  High Y N N

2 880 Cherokee Avenue SE Zone 3 Precinct APD N/A N/A N/A Y 14‐43‐LL‐1 O 3,724 0 N/A 1+Basemen
t

1984 29 25 4 Low Overall rework facility not suitable for 
application

$100,000  $0  Y Y Y N N $167,200  1 $6,000,000  $6,000,000  3% Good 1 Y UNK Poss UNK Possible mold growth in the HVAC area a. Conduct water abatement
b. Repair HVAC
c. Repair plumbing
d. Replace carpet and tile
e. Interior paint
f. Repair roof

APD Master Plan ‐ Replacement/ new building 
at $4.0M in FY15.
a. 18,000
b. 14,500
c. 9,000
d. 15,000
e. 12,500
f. 16,200

Not in GIS. Cherokee Avenue property; the 
COA owns building, leases land? New Zone? To 
be built on metropolitan. Space to convert 
back to Zoo. Old replacement value 1500000 
however used provided number for new 
replacement of facility.

High Y N N

3 1125 Cascade Circle SW Zone 4 Precinct APD N/A N/A N/A Y 14‐170‐LL‐3 O 2,850 0 UNK 1 1984 29 25 4 Low Overall rework facility not suitable for 
application

$100,000  $0  Y Y Y N N $159,975  1 $7,000,000  $7,000,000  2% Good 11 N Poss N N/A Electrical wires not properly mounted and 
other NEC code issues. 

Major HVAC replacement challenges, water 
leakage, roof, urinals. Mold/air quality 
concerns. Electrical wires not properly 
mounted and other NEC code issues. 

a. Roof repair
b. Replace ceiling tile 
d. Interior paint
e. Repair HVAC
F. Retrofit interior lights (T‐12 to T‐8)

 From OEAM: APD Master Plan ‐ Replacement/ 
new building at $4.3M in FY16.
a. 16,200
b. 4,500
d. 12,500
e. 18,275
f. 8,500

Not in GIS. Old replacement value $2,000,000 
however used provided number for new 
replacement of facility.

High Y N N

4 1111 Hill Street Shop / Shed / Office                                  DPW N/A N/A N/A Y 14‐55‐14‐2 V 10,537 0 UNK UNK UNK UNK 30 UNK UNK Install Automatic gate, Clean up illegal 
dumping/ trash, Clear Overgrown lot; 
reseal pavement, Install trailer for bridge 
crew, Install secured storage for metal 
materials, Demolish seven (7) buildings

$0  #DIV/0! Y Y Y N N $0  2 $2,107,400  $2,107,400  UNK UNK 1 N N Poss N/A The immediate safety threat is a fire on the 
property last year caused considerable damage 
to what was our bridge shop. The bridge shop 
was a metal outer structure that is now very 
unstable. The homeless has in the past 
trespassed unto the property to seek refuge 
from cold weather. To keep warm they would 
start a fires inside the buildings. The remaining 
structures could potential suffer the same 
fate.

Street Operations 7 buildings needs to be 
demolished.

High Y N N

5 25 Claire Drive Tower AFR N/A N/A N/A Y 14‐0072‐00LL‐
015

V 6000 0 Part asphalt 
/ part 

concrete

UNK 1960 53 30 23 High N/A $8,474  $13,352  Y Y Y Y N $8,474  2 $1,200,000  $8,474  1% Good 1 N Poss N N/A Building was built to suit the needs of the 
department at the time it was built.  The 
tower by itself no longer suits the needs of 
the department and its annual training.

The Tower is in need of cosmetic rehab.  Discussions underway to relocating to Ft Mac 
in FY15.  AFR Master plan ‐ Replacement/ new 
construction $28M in FY15.

Not in GIS.  High N Y N

6 25 Claire Drive House AFR N/A N/A N/A Y 14‐0072‐00LL‐
015

V 4,800 0 Part asphalt 
/ part 

concrete

UNK 1960 53 30 23 High N/A $8,474  $13,352  Y Y Y Y N $84,974  1 $912,000  $912,000  9% Fair 1 N UNK N N/A The house is in need of replacing.  The 
building was built to suit the needs of the 
department at the time it was built.  The 
structure has sever damage and has become a 
safety concern.

a. Replace roof
b. Repair water damage ceilings
c. ADA upgrades in restrooms

a. 25,000
b. 3,500
c. 48,000

Not in GIS. High Y N N

7 2349 Benjamin E. Mays Drive SW Fire Station 25 AFR N/A N/A N/A Y 14 
01830003008

O 5,549 0 Concrete 1 1948 65 50 15 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y Y Y Y N $190,974  3 $4,500,000  $4,500,000  4% Good 11 Y Y N N/A The facility is in poor condition.  The station's 
NE wall is impeding into the station causing 
water to enter into building.   The roof 
continues to have leakage issues. Lockers 
which houses PPE needs to be changed to 
mesh lockers and relocated to the bay or hose 
tower area (Safety Issue).  No fire protection 
system in building; no smoke detector system 
in place to notify station of fire if on opposite 
side of station or in other areas. Ducts 
belonging to HVAC have never been cleaned.

The station does not have adequate restrooms 
and is not up to ADA Standards. The station's 
living conditions are below average and severe 
cosmetic needs.  No commercial hood range 
w/ansul system installed in kitchen.

a. Roof repairs
b. Replace ceiling tiles and grid
c. Retrofit of interior and exterior lights (T‐12 
to T8)
d. Repair the leaks (beneath concrete slab)
e. Exterior and interior paint
f. Renovations to kitchen (new equip./ 
furniture)

AFR Master Plan ‐ Replacement/ new 
construction $3.7M in FY14.
a. 21,500
b. 16,800
c. 27,700
d. 41,000
e. 25,500
f. 50,000

Station is the 6th oldest station in service. Will 
be rebuilt in FY2014. The facility is scheduled 
to be the next station replaced after Station 
22. The electrical system is currently being 
replaced along with lights.  

High Y N N

8 2315 Donald Lee Hollowell Parkway 
NW

Zone 1 Precinct APD N/A N/A N/A Y 14‐0177‐LL‐
010

O 9,468 0 1,995 2 1995 18 30 ‐12 Low Systems, paving, plumbing $750,000  $0  Y Y N N N $400,000  1 $3,500,000  $400,000  11% Poor 9 Y Poss N N/A Electrical wires not properly mounted and 
other NEC code issues. There are roof leaks 
that present every time it rains and usually 
new ones that arise. Due to the roof leaks, 
numerous ceiling tiles have been removed in 
attempt to prevent the spread of the visible 
mold that was growing on the tiles and need 
to be replaced. The main driveway into the 
parking lot is collapsing and it is just a matter 
of time before it turns into a sinkhole.  
Damage has resulted in blown tires to patrol 
cars  as well as personal vehicles.  Emergency 
exit signs are not working and/or hanging 
from the ceiling by a wire. Also has air quality 
concerns.

There is not enough parking for the officers 
coming to Zone 1.  Parking is only available to 
one watch at a time. All tile in the roll call 
room along with Sergeant’s office needs to be 
replaced.  The carpet upstairs also needs 
replacement. The entire rear of the precinct is 
flooded very easily as the slope of the ground 
is towards the building. There is a continuous 
water leak from the hot water pipe at the 
boiler and at the water fountain. Paint needed 
throughout the building. Continuing problems 
with the heating and air conditioning systems 
especially on the upstairs east part of the 
building (Lt’s offices either runs hot/cold). 

a. Replace the gutter and downspouts
b. Address the landscape and drainage
c. Interior paint
d. Replace carpet and tile
e. Address window leaks

APD Master Plan ‐ Replacement/ new building 
at $4.5M in FY17.
a. 8,000
b. 37,000
c. 18,000
d. 19,000
e. 6,000

GA Power (Kay Kersey) was listed as lessor, 241 
Ralph Mcgill Boulevard, BIN 10151, 15th Floor, 
Atlanta Ga. 30308‐3374. APD says it is owned 
therefore was left here.

High N Y N

9 1545 Howell Mill Road NW Fire Station 23 AFR N/A N/A N/A Y 17 
01520008061

O 5,265 0 Concrete 1 1948 65 50 15 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y Y Y Y N $403,774  3 $1,105,650  $1,105,650  37% Poor 8 Y Y N N/A This facility is in very poor condition.  The 
station has no fire protection system in 
building; no smoke detector system in place 
to notify station of fire if on opposite side of 
station or in other areas.   Old cast iron pipes 
and  galvanized pipes need to be replaced. 
Allows for rust to mix into water and drinking 
water. Lead paint peeling within building.  
Asbestos tile on floors; some have been 
disturbed throughout the years.    Methane 
gas comes up out of the drain within the floor 
of the Captain's bunkroom. Possible collapsed 
pipe due to major crack in floor.  Floor in 
bathroom on kitchen side has separated from 
wall.  Ducts belonging to HVAC have never 
been cleaned.  Structure issues on exterior 
walls (Cracks).  If the station was to go by 
todays codes, it would not pass.  Lockers 
which houses PPE needs to be changed to 
mesh lockers and relocated to the bay or hose 
tower area (Safety Issue).  

Kitchen is in desperate need of replacing.  No 
commercial hood range w/ansul system 
installed in kitchen.  Crack within floor runs 
the length of the building on the kitchen  and 
Captain's bunk room side. Restroom needs to 
be brought up to ADA's standards.  

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
f. HVAC repairs

AFR Master Plan ‐ Replacement/ new 
construction $3.0M in FY15.
a. 59,500
b. 21,800
c.  46,300
d. 123,900
e. 51,000
f. 21,500
g. 60,000
f.  11,300

This station is the department's 5th oldest 
station in service.

High Y N N

10 1568 Jonesboro Road SE Fire Station 2 AFR N/A N/A N/A Y 14 
00570016019

O 7,500 0 Concrete 1 1977 36 50 ‐14 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y Y Y Y N $213,474  3 $1,575,000  $213,474  14% Poor 1 Y N N N/A The facility is in fair condition.     Ducts 
belonging to HVAC have never been cleaned. 
PPE lockers need to be changed to mesh 
lockers and relocated to the bay or hose 
tower area (Safety Issue).  Generator does not 
power needed areas inside station. No fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station. If station 
was to go by todays codes, it would not pass. 
Wall in bay is unstable, due to settling of 
facility, causing tile and gypsum board to fall.

The employees just renovated the bunkroom; 
with the addition of new members, it has 
placed the station in a situation where there 
really is not enough room to accommodate 
the staff on certain if not all shifts.  The 
restrooms are in need of being brought up to 
ADA standards.  No commercial hood w/ ansul 
system in kitchen. The HVAC ducts are in need 
of being re‐insulated and ceiling tile needs 
replacing due to leaks from HVAC ducts 
sweating.

a. Roof replacement
b. Waterproof windows (caulking) and paint
c. Replace the ceiling tile (water damaged)
d. Lighting retrofit (from T‐12 to T‐8)
e. ADA upgrades to restroom

AFR Master Plan ‐ Renovate station at $600k in 
FY17.
a.55,000
b. 25,000
c. 15,000
d. 75,000
e. 35,000

High N Y N

11 71 Elliott Street SW Fire Station 1 AFR N/A N/A N/A Y 14‐84‐4‐57 O 16,000 0 Asphalt 1 1961 52 50 2 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y Y Y Y N $305,474  3 $3,360,000  $305,474  9% Fair 3 Y UNK N N/A Facility is in poor condition.  Ducts belonging 
to HVAC have never been cleaned.  The roof 
needs replacing and the station has structural 
issues which has caused electrical wiring 
(Breaker Panel) to be exposed which is a 
Safety Hazard.  Lockers need to be changed to 
mesh lockers to allow air to PPE (Safety Issue).  
If the station was to go by today's codes, it 
would not pass.

All the restrooms need to be brought up to 
ADA standards.  No commercial hood w/ ansul 
system in kitchen.

a. Replace roof 
b. Light retrofit (from T‐12 to T‐8)
c. Upgrade floor covering (asbestos materials)
d. ADA upgrades to restrooms and showers
e. Exterior and interior paint

AFR Master Plan ‐ Renovate station at $2.1M in 
FY14.
a. 47,000
b. 75,000
c. 45,000
d. 50,000
e. 80,000

Not in GIS. Station 1 is the 14th oldest station.     High N Y N

12 3201 Roswell Road NE Fire Station 21 AFR N/A N/A N/A Y 17 
00990003019

O 16,000 0 Concrete 2 1984 29 50 ‐21 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y Y Y Y N $433,674  3 $3,360,000  $3,360,000  13% Poor 7 Y Poss N N/A Facility is in poor condition.  This station has 
no fire protection system in building; no 
smoke detector system in place to notify 
station of fire if on opposite side of station or 
in other areas. Concrete pillows on front and 
rear of station are bowing out. Separation of 
floor in weight room caused by the way the 
building was built.  Tile and gypsum board in 
stairwell are falling, breaking, and/or cracking 
due to structural movement of facility.  Ducts 
belonging to HVAC have never been cleaned.   
PPE lockers need to be changed to mesh 
lockers to allow air to PPE and needs to be 
relocated to the bay or hose tower area 
(Safety Issue).

 Interior of station needs to be replaced.   
Walls of building need to be waterproof.  
Restrooms need to be brought of to ADA's 
standards. 

a. Roof repair (new roof 6/2013)
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
f. Replace air handler and condensing units

AFR Master Plan ‐ Renovate the station at 
$600K in FY16.
a. 98,000
b. 15,500
c.  21,000
d. 125,000
e. 48,000
f. 38,900
g. 57,300
f.  21,500

May be sold. Roof was recently replaced. 
Kitchen was recently remodeled. 

High Y N N

13 3201 Martin Luther King, Jr. Drive SW Adamsville Recreation Center DPR APD Detective 
Unit

N/A N/A Y 14‐0237‐0005‐
009, 14‐0237‐
0005‐031

O 96,994 1 UNK UNK 2006 7 30 ‐23 Low Deep sweep.  Top up crumb infill. Repair 
tears.

 $                  5,000   $                        ‐    Y Y N N N  $            1,200,000  1 $18,429,050  $1,200,000  7% Fair 12 N UNK UNK N/A Rutting and fabric tears from unauthorized 
vehicle access.

 Acquisition of six lots on Deckner.  Expansion 
of field by 20 yards plus end zones.  Repairs to 
existing turf.  Extension of walking track.  
Lighting. 

Only 80 yards.  Requires land acquisition and 
expansion to be useable for more than 
practice

High N Y N

14 1154 James Jackson Parkway A. D. Williams ‐ Recreation Center DPR APD (PAL Police 
Athletic League)

N/A N/A Y 17‐259‐LL‐165 O 5,360 1,000 UNK UNK 1980 33 50 ‐17 Low Strip/Resurface Floors; Preventative 
Maintenance for HVAC, Elevators, Fire 
Suppression; Roof, Drain Cleaning;  
Repainting, Relamping, Breakage / 
Vandalism Repairs, 

 $                16,000   $                        ‐    Y Y UNK Y N  $                 16,000  1 $1,208,400  $16,000  1% Good 9 N UNK UNK N/A Roof Leaks. Rodents/squirrels/snakes in the 
building. Wildlife carcasses within the 
building’s structure. Foul odors stemming 
from the carcasses and or waste matter 
within the building’s structure. Sanitary food 
preparation area within the building. 
Enforced pest control contract.

 Better/brighter lighting within the facility.   High N Y N

15 1500 Key Road Training Facility/ Swat/Pistol Range 
and Landfill (closed)

APD DPW N/A N/A Y 15‐82‐1‐01 O 2,000 1,000 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK Y UNK UNK UNK UNK $48,000  1 $570,000  $570,000  UNK UNK 5 N UNK N Firing Range Trailer (definite mold in the 
bathroom; possible spores)

Has a Portable/Administrative Trailer with 
safety various safety concerns.  The range 
tower is also unstable with various safety 
concerns

Replace the shoot range tower. Says trailer has been replaced. Police uses building (bldg. purview of Public 
Works Solid Waste)

High Y N N

16 817 Hollywood Road NW Fire Station 22, Zone 2 Mini Precinct AFR APD N/A N/A Y 14 
01760006010

O 2,653 1 Concrete 1 1938 75 30 45 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $309,474  3 $557,340  $557,340  56% Poor 9 Y N Poss This facility is in very poor conditions.  The 
station has no fire protection system in 
building; no smoke detector system in place 
to notify station of fire if on opposite side of 
station or in other areas.  Old cast iron pipes 
and galvanized pipes need to be replaced. 
Allows for rust to mix into water and drinking 
water. Lead paint and asbestos tile inside 
building. Ducts belonging to HVAC have never 
been cleaned.   Station's roof needs replacing 
and beams have been exposed to termites.  
Termite infestation has occurred within the 
station and in certain areas within the 
structure itself.  If the station was to go by 
todays codes, it would not pass.  Change PPE 
lockers to mesh and relocate to the bay or 
hose tower area (Safety Issue).

No commercial hood range w/ansul system 
installed in kitchen.  Restroom needs to be 
brought up to ADA's standards.  

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows
g. ADA upgrades to restroom and showers

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.
a. 45,000
b. 10,000
c. 10,000
d.155,000
e. 31,000
f. 15,000
g. 35,000

Will be rebuilt in FY2014. Estimate 4.2 million.  
This is the department's 4th oldest station in 
service. This is 1 of 7 residential stations still 
residing. 

High Y N N
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Owned Data

Rank Asset Address
Unless otherwise noted properties 

are in Atlanta, GA

Usage / Common Name Primary 
Department

Secondary 
Department

Lessee Lease 
Termination 

Date

City Responsible 
for Maintenance 
Yes (Y) or No (N)

Parcel ID 
Number

Occupied (O)
or

Vacant (V)

Primary 
Department 
Asset (SF)

Secondary 
Department 
Asset (SF)

Parking SF 
and or 
Type

Number of 
Stories

Facility 
Built (Year)

Age 
(Year)

Expected Life 
Cycle (Year)

Years Past 
Life Cycle

Years Past 
Life Cycle: 
High=10+, 
Medium=5‐
10, Low=0‐

5

Description of Annual Maintenance 
Needs

Annual 
Maintenance 
Needs ($)

Annual 
Maintenance 
Budget ($)

Safety 
Enhancemen
t Issue Yes 
(Y) or No (N)

Core and 
Shell 

Systems 
Failure (Y) 
or No (N)

Core and 
Shell 

Systems 
Failure 

Structural 
(Y) or No 

(N)

Facility 
Functional 

Needs are Met 
Yes (Y) or No 

(N)

Funding for 
Facility 

Replacement 
or Occupant 
Relocation 

Identified? Yes 
(Y) or No (N)

 Maintenance, 
Repair, & Element 

Replacement 
Deficiency Cost ($) 

A 

Category 1. Light 
Use, 2. Light 

Mfg./Storage, 3. 
Heavy 

Use/Hazmat, 4. 
Res.

 Replacement 
Value of the 
Facility ($) 

B 

 Estimated Cost  Facility 
Condition 
Index 
(FCI%) 
A/B

Good 
(<5%), 
Fair (5%‐
11%) or 
Poor 
(>11%)

Council 
District

Data Entry 
Complete 
Yes (Y) or 
No (N)

Sale Planned 
Yes (Y), No (N) 

Possible 
(Poss), or 
Unknown 
(UNK)

To be 
Demolished 
Yes (Y), No 
(N), or 

Possible (Poss)

Cost of 
Demolition  

($) 

Description of Safety Enhancement Issue 
From Departments

Description of Must Needed Major Repairs 
From Departments

Description of Must Needed Major Repairs 
From OEAM

OEAM Additional Comments General Comments Overall 
Priority 
High, 

Medium, 
Low

Replacement 
Needed Yes 
(Y) or No (N)

Repair 
Needed 
Yes (Y) or 
No (N)

Asset 
Deemed 
or to be 
Deemed 
Surplus 
Yes (Y) or 
No (N)

17 770 Oak Street SW Warehouse AFR N/A N/A N/A Y 14 
01080007063

V 5,940 0 Asphalt UNK 1910 103 30 73 High All power, gas, and water are not 
operable within facility.  No fire 
protection system in building; no smoke 
detector system in place to notify station 

$8,474  $13,352  Y N N/A N N $8,474  2 $1,188,000  $1,188,000  1% Good 4 N UNK Poss This facility is no longer in use.  All of the 
copper, HVAC units, and electrical wire have 
either been destroyed or pulled out of the 
facility.

High Y N N

18 1063 North Highland Avenue NE Fire Station 19 AFR N/A N/A N/A Y 17 
00010004071

O 5,428 0 Concrete 2 1924 89 30 59 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $363,974  3 $1,139,880  $1,139,880  32% Poor 6 Y N N The facility is in fair condition.  No fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas.   Peeling lead paint in restroom 
downstairs.  Old cast iron and galvanized 
pipes need to be replaced. Allows for rust to 
mix into water and drinking water.  Ducts 
belonging to HVAC have never been cleaned.  
Generator is inoperable.   Change PPE lockers 
to mesh and relocate to the bay or hose 
tower area (Safety Issue).  If the station was 
to go by todays codes, it would not pass.

No drain in bay floor, which causes 1st level to 
flood at times.  Inoperable sinks and toilets 
throughout station.  Restrooms need to be 
brought up to ADA's standards.

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering (asbestos materials)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows (asbestos 
materials)
g. ADA upgrades to restroom and showers

AFR Master Plan ‐ Renovate station at $600K in 
FY16.
a. 61,000
b. 12,000
c.  18,000
d. 121,000
e. 49,500
f. 22,000
g. 72,000

This is the department's 2nd oldest station in 
service. 

High Y N N

19 590 Manford Road SW Fire Station 20 AFR N/A N/A N/A Y 14 
00880006002

O 4,000 0 Concrete 2 1926 87 30 57 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $423,474  3 $840,000  $840,000  50% Poor 12 Y Poss N This station is in fair condition.  No fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas.  Old cast iron pipes need to be replaced 
along with galvanized pipes which allows for 
rust to mix into water and drinking water.  
Ducts belonging to HVAC have never been 
cleaned. Change PPE lockers to mesh and 
relocate to the bay or hose tower area (Safety 
Issue). If the station was to go by todays 
codes, it would not pass.

No commercial hood range w/ansul system 
installed in kitchen.  Restroom needs to be 
brought up to ADA's standards.  

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering (asbestos martials)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows (asbestos 
materials)
g. ADA upgrades to restroom and showers

AFR Master Plan ‐ Replacement/ new station 
at $3M in FY15.
a. 67,500
b. 21,000
c.  25,900
d. 147,000
e. 58,500
f. 28,300
g. 66,800

This is the departments 3rd oldest station in 
service.

High Y N N

20 10 Cleveland Avenue SW Fire Station 30 AFR N/A N/A N/A Y 14 
00680005023

O 4,048 0 Concrete 1 1956 57 30 27 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $579,574  3 $850,080  $850,080  68% Poor 12 Y Poss Poss The facility is in poor condition.  There is no 
fire protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas. Ducts belonging to HVAC have never 
been cleaned.   Change PPE lockers to mesh 
and relocate to the bay or hose tower area 
(Safety Issue).  If the station was to go by 
todays codes, it would not pass.

 No commercial hood range w/ansul system 
installed in kitchen.  Restroom needs to be 
brought up to ADA's standards. There is only 
one restroom (not feasible for today's use. 

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs

AFR Master Plan ‐ Replacement/ new 
construction $3.7M in FY15.
a. 101,500
b. 32,000
c.  56,000
d. 172,800
e. 63,000
f. 46,900
g. 74,600
h.  24,300

High Y N N

21 2406 Fairburn Road SW Fire Station 31 AFR N/A N/A N/A Y 14F‐5‐LL‐67 O 4,703 0 Concrete 1 1957 56 30 26 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $663,174  3 $987,630  $987,630  67% Poor 11 Y Poss Poss The facility is in very poor condition.  There is 
no fire protection system in building; no 
smoke detector system in place to notify 
station of fire if on opposite side of station or 
in other areas. Old cast iron pipes need to be 
replaced along with galvanized pipes which 
allows for rust to mix into water and drinking 
water. Lead paint peeling within building. 
Asbestos tile on floors; some have been 
disturbed throughout the years. Ducts 
belonging to HVAC have never been cleaned.  
There is ceiling tile missing and/or hanging 
(adhesive possibly asbestos), windows not 
working, roof leaking, and soffit has wood 
damage. Change PPE lockers to mesh and 
relocate to the bay or hose tower area (Safety 
Issue). If the station was to go by todays 
codes, it would not pass.

No commercial hood range w/ansul system 
installed in kitchen.   Kitchen is in need of 
replacing along with renovation to entire 
station.  Station is in need of restroom 
renovation in order to bring up to ADA's 
standards.  

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs
i. Retrofit of interior lighting 

AFR Master Plan ‐ Replacement/ new 
construction $3.7M in FY15.
a. 107,900
b. 38,000
c.  56,000
d. 172,800
e. 63,000
f. 49,000
g. 75,000
h.  25,000
i. 68,500

Not in GIS. This station is the department's 
10th oldest station in service. and 1 of 7 
residential style stations.  

High Y N N

22 1288 DeKalb Avenue NE Fire Station 12 AFR N/A N/A N/A Y 15‐209‐2‐178 
from GIs 15 
209 04 013

O 7,247 0 Asphalt 1 1958 55 30 25 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $309,474  3 $1,521,870  $309,474  20% Poor 2 Y N N The facility is in fair condition. No fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station.  Ducts 
belonging to HVAC have never been cleaned. 
The bay is in need of the ceiling tile (possibly 
asbestos) being taken down and new lights 
need to be installed. Change PPE lockers to 
mesh and relocate to the bay or hose tower 
area (Safety Issue).  If the station was to go by 
todays codes, it would not pass.

The facility does not have adequate restrooms 
for today's usage.  The entire interior of the 
station is in need of renovation minus the 
kitchen and dayroom. The restroom is in need 
of being brought up to ADA standards. 

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows
g. ADA upgrades to restroom and showers

AFR Master Plan ‐ Renovate station at $600K in 
FY15.
a. 45,000
b. 10,000
c. 10,000
d.155,000
e. 31,000
f. 15,000
g. 35,000

 The station's kitchen and dayroom area 
recently was renovated. This station is the 
department's 12th oldest station in service 
and has surpassed its Life Cycle.  

High N Y N

23 2970 Howell Mill Road NW Fire Station 26 AFR N/A N/A N/A Y 17 
01820002044

O 4,974 0 Asphalt 1 1958 55 30 25 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $556,274  3 $1,044,540  $1,044,540  53% Poor 8 Y Poss Poss The facility is in poor condition. There is no 
fire protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas. Back parking lot has holes in areas of 
lot. Ducts belonging to HVAC have never been 
cleaned. Exhaust vents penetrating the ceiling 
are not secured leading to exposed fumes. 
Vents and ducts not connected properly. 
Floors and walls and cracked and disturbed 
along with peeling paint.  Change PPE lockers 
to mesh and relocate to the bay or hose 
tower area (Safety Issue). If the station was to 
go by todays codes, it would not pass.

Restrooms needs to be brought up to ADA's 
standards. The interior and exterior is in dyer 
need of facelift (paint and wood work).

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs

AFR Master Plan ‐ Replacement/ new 
construction $3.7M in FY16.
a. 99,400
b. 31,500
c.  52,900
d. 177,400
e. 25,000
f. 52,300
g. 82,800
h.  26,500

This station is the department's 8th oldest 
building.  It is 1 of 7 residential style station 
still in service.  

High Y N N

24 447 Boulevard SE Fire Station 10 AFR N/A N/A N/A Y 14‐44‐6‐119 
from GIS 14 
00470005066

O 6,817 0 Concrete 1 1958 55 50 5 Medium HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $497,074  3 $1,431,570  $1,431,570  35% Poor 1 Y UNK N The facility is in fair condition.  Ducts 
belonging to HVAC have never been cleaned.    
Lockers need to be changed to mesh lockers 
(Safety Issue).    If station was to be inspected 
off of todays codes, it would not pass 
inspection. No fire protection system in 
building; no smoke detector system in place 
to notify station of fire if on opposite side of 
station. 

The exterior of the station is in need of 
cosmetic work (paint).  No commercial hood 
w/ ansul system in kitchen.  The restrooms are 
in need of being brought up to ADA standards.

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs

a. 78,000
b. 11,000
c.  50,000
d. 154,500
e. 67,300
f. 53,000
g. 62,800
h.  12,000

The station just took on an overhaul of its 
bunkroom and Chief side of the station.  This 
station is the departments 13th oldest station 
in service and has surpassed its Life Cycle.

High Y N N

25 2167 Monroe Drive NE Fire Station 29 AFR N/A N/A N/A Y 17‐57‐8‐57 O 6,845 0 Concrete 1 1958 55 50 5 Medium HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $568,974  3 $1,437,450  $568,974  40% Poor 6 N N N The facility is in fair condition.  There is no fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas.  Change PPE lockers to mesh and 
relocate to the bay or hose tower area (Safety 
Issue).  If the station was to go by todays 
codes, it would not pass.

 No commercial hood range w/ansul system 
installed in kitchen.  Restroom needs to be 
brought up to ADA's standards.  There is a 
need for exterior paint and face lift to building. 

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs

AFR Master Plan ‐ Renovate the station at 
$600K in FY18.
a. 99,500
b. 31,000
c.  55,000
d. 168,800
e. 58,000
f. 52,000
g. 81,000
h.  16,000

Not in GIS. Station was just semi‐renovated 
where new flooring, paint, blinds, lights, and 
ceiling tile was done in the bunkroom.  The 
bay was painted and new lights added.  
Kitchen counter was redone (new laminate 
wood) and cabinets re‐stained.  The entire 
interior was painted.  A new driveway has 
been poured. The station is the department's 
12th oldest station in service. 

High N Y N

26 1048 Joseph E Boone Boulevard NW Fire Station 16 AFR N/A N/A N/A Y 14 
01150003011

O 7,744 0 Concrete 1 1963 50 50 0 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $387,474  3 $1,626,240  $387,474  24% Poor 3 Y N N This facility is in fair condition.  No 
commercial hood w/ ansul system in kitchen.  
Ducts belonging to HVAC have never been 
cleaned.   The lockers need to be relocated to 
the bay or hose tower and changed to mesh 
(Safety Issue).   If the station was to go by 
todays codes, it would not pass. Security 
issues (windows).  No fire protection system 
in building; no smoke detector system in 
place to notify station of fire if on opposite 
side of station.

The kitchen and day room is in need of being 
renovated.  All the windows are in need of 
being replaced in order to become energy 
sufficient.  Turn‐key renovation of the facility 
is recommended. The restrooms need to be 
brought up to ADA standards.

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows
g. ADA upgrades to restroom and showers

AFR Master Plan ‐ Renovate station at $600K in 
FY17.
a. 82,000
b. 18,000
c.  21,000
d. 137,000
e. 48,000
f. 22,000
g. 51,000

Formerly SIMPSON STREET  The rear drive was 
recently re‐pored. The roof was replaced last 
year.   This station is the 15th oldest station in 
service and has surpassed its Life Cycle. 

High N Y N

27 1458 Corrall Drive NW (AFR says 1711 
Marietta Blvd. NW)

Fire Station 8 AFR N/A N/A N/A Y 17 
01920001036

O 8,000 0 Concrete 1 1967 46 50 ‐4 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $400,674  3 $1,680,000  $400,674  24% Poor 9 Y N N The facility is in fair condition.  No fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station.  Ducts 
belonging to HVAC have never been cleaned.  
Change PPE lockers to mesh and relocate to 
the bay or hose tower area (Safety Issue). The 
station is in need of a generator for back up 
power.  If the station was to go by todays 
codes, it would not pass.  

Exterior wall separating in corner of facility. 
The kitchen and dayroom needs to be 
renovated.  Entire interior of station needs to 
be painted. Restrooms need to be brought up 
to ADA standards.  No commercial hood w/ 
ansul system in kitchen.  

a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof 
g. ADA upgrades to restroom and showers
h. HVAC repairs

AFR Master Plan ‐ Renovate station at $600K in 
FY15.
a. 55,000
b. 9,500
c. 37,000
d. 167,000
e. 42,500
f. 25,000
g. 37,900
h. 18,300

High N Y N

28 1489 Ralph David Abernathy 
Boulevard SW

Fire Station 17 AFR N/A N/A N/A Y 14‐140‐7‐3 O 6,100 0 Concrete 2 1987 26 50 ‐24 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $341,774  3 $1,281,000  $341,774  27% Poor 4 Y N N This facility is in fair condition.  Although 
there is a fire system is in place w/pull 
stations, system is inoperable; no smoke 
detector system in place to notify station of 
fire if employees are on the second level or in 
different areas of the station.  Ducts 
belonging to HVAC have never been cleaned.    
Change PPE lockers to mesh and relocate to 
the bay or hose tower area (Safety Issue)

Stove in kitchen needs to be replaced. Station 
needs cosmetic work done both interior and 
exterior.  No commercial hood w/ ansul 
system in kitchen.   Restrooms need to be 
brought up to ADA standards.

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows
g. ADA upgrades to restroom and showers

AFR Master Plan ‐ Renovate station at $600K in 
FY18.
a. 91,600
b. 21,500
c.  11,400
d. 67,000
e. 55,000
f. 19,000
g. 67,800

Not in GIS.  High N Y N

29 1203 Lee Street SW Fire Station 14  AFR N/A N/A N/A Y 14‐0120‐0001‐
022, 14‐0120‐
0001‐023, 14‐
0120‐0001‐
024, 14‐0120‐
0001‐025

O 6,500 0 Asphalt 1 2001 12 50 ‐38 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $80,474  3 $1,365,000  $80,474  6% Fair 4 Y N N This facility is in good condition.  The asphalt 
in the parking lot needs to be replaced (Safety 
Hazard).  Ducts belonging to HVAC have never 
been cleaned.  

 The parking lot needs to be replaced with 
concrete due to the fueling station in the 
parking lot.  The station has reached it 
maximum in terms of housing.

a. Interior paint
b. ADA upgrades to restrooms 
c. Plumbing issues

AFR Master Plan ‐ Renovate station and add 
bay at $890K in FY15.
a. 22,000
b. 30,000
c. 20,000

Old Bldg. demolished, new building built on 
same site. 

High N Y N

30 3501 Martin Luther King Jr. Drive SW Fire Station 9 AFR N/A N/A N/A Y 14 
02430007012

O 8,500 0 Concrete 1 1967 46 50 ‐4 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $8,474  3 $1,785,000  $1,785,000  0% Good 10 Y UNK N The facility is in fair condition.  Ducts 
belonging to HVAC have never been cleaned.  
If the station was to go by todays codes, it 
would not pass. No fire protection system in 
building; no smoke detector system in place 
to notify station of fire if on opposite side of 
station. 

The entire interior of the station needs to be 
painted.  No commercial hood w/ ansul 
system in kitchen. The stations restrooms are 
in need of  being brought up to ADA 
standards.

The kitchen was recently renovated and the 
roof was replaced in 2012.  Station 9 is the 
department's 11th oldest station in service 
and has surpassed its Life Cycle.

High Y N N

31 170 10th Street NE Fire Station 15 AFR N/A N/A N/A Y 17 
01060009128

O 9,900 0 Concrete 2 1986 27 50 ‐23 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $248,874  3 $2,079,000  $248,874  12% Poor 6 Y N N This facility is in good condition. Ducts 
belonging to HVAC have never been cleaned.  
Lockers need to be changed to mesh lockers 
(Safety Issue). Although a fire system is in 
place w/pull stations, system is inoperable; no 
smoke detector system in place to notify 
station of fire if on opposite side of station.

The entire facility, both interior and exterior 
needs to be painted. One of the HVAC units is 
out.  The restrooms are in need of being 
brought up to ADA standards.

a. Roof replacement
b. Replace damaged ceil tile and grid
c. Light retrofit (from T‐12 to T‐8)
d. Replace floor covering
e. ADA upgrades in restrooms
f. Waterproof windows (caulking) 
g. Exterior and interior paint

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.
a. 57,000
b. 8,900
c. 40,000
d. 21,500
e. 36,000
f. 15,500
g. 25,500

The kitchen was recently renovated.  High N Y N
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Owned Data

Rank Asset Address
Unless otherwise noted properties 

are in Atlanta, GA

Usage / Common Name Primary 
Department

Secondary 
Department

Lessee Lease 
Termination 

Date

City Responsible 
for Maintenance 
Yes (Y) or No (N)

Parcel ID 
Number

Occupied (O)
or

Vacant (V)

Primary 
Department 
Asset (SF)

Secondary 
Department 
Asset (SF)

Parking SF 
and or 
Type

Number of 
Stories

Facility 
Built (Year)

Age 
(Year)

Expected Life 
Cycle (Year)

Years Past 
Life Cycle

Years Past 
Life Cycle: 
High=10+, 
Medium=5‐
10, Low=0‐

5

Description of Annual Maintenance 
Needs

Annual 
Maintenance 
Needs ($)

Annual 
Maintenance 
Budget ($)

Safety 
Enhancemen
t Issue Yes 
(Y) or No (N)

Core and 
Shell 

Systems 
Failure (Y) 
or No (N)

Core and 
Shell 

Systems 
Failure 

Structural 
(Y) or No 

(N)

Facility 
Functional 

Needs are Met 
Yes (Y) or No 

(N)

Funding for 
Facility 

Replacement 
or Occupant 
Relocation 

Identified? Yes 
(Y) or No (N)

 Maintenance, 
Repair, & Element 

Replacement 
Deficiency Cost ($) 

A 

Category 1. Light 
Use, 2. Light 

Mfg./Storage, 3. 
Heavy 

Use/Hazmat, 4. 
Res.

 Replacement 
Value of the 
Facility ($) 

B 

 Estimated Cost  Facility 
Condition 
Index 
(FCI%) 
A/B

Good 
(<5%), 
Fair (5%‐
11%) or 
Poor 
(>11%)

Council 
District

Data Entry 
Complete 
Yes (Y) or 
No (N)

Sale Planned 
Yes (Y), No (N) 

Possible 
(Poss), or 
Unknown 
(UNK)

To be 
Demolished 
Yes (Y), No 
(N), or 

Possible (Poss)

Cost of 
Demolition  

($) 

Description of Safety Enhancement Issue 
From Departments

Description of Must Needed Major Repairs 
From Departments

Description of Must Needed Major Repairs 
From OEAM

OEAM Additional Comments General Comments Overall 
Priority 
High, 

Medium, 
Low

Replacement 
Needed Yes 
(Y) or No (N)

Repair 
Needed 
Yes (Y) or 
No (N)

Asset 
Deemed 
or to be 
Deemed 
Surplus 
Yes (Y) or 
No (N)

32 3671 Southside Industrial Park SW Fire Station 34 AFR N/A N/A N/A Y 14‐34‐4‐18 O 10,000 0 Concrete 1 1988 25 50 ‐25 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $430,474  3 $2,100,000  $430,474  20% Poor 12 Y N N The facility is in fair condition.  There is no fire 
protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas.  Old cast iron pipes need to be replaced 
along with galvanized pipes which allows for 
rust to mix into water and drinking water.  
Ducts belonging to HVAC have never been 
cleaned.  Change PPE lockers to mesh and 
relocate to the bay or hose tower area (Safety 
Issue).

No commercial hood range w/ansul system 
installed in kitchen. Station is in need of 
restroom renovation in order to bring up to 
ADA's standards. Kitchen is in need of 
renovation along with painting of interior and 
exterior of station.

a. Roof replacement
b. Replace ceiling (tile and grid)
c. Kitchen renovation (equipment)
d. Exterior and interior paint
e. Waterproof building and windows
f. ADA upgrades to restroom and showers
g. HVAC repairs

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.
a. 96,500
b. 42,000
c. 71,000
d. 67,000
e. 43,000
f. 84,000
g. 18,500

Station recently had new windows and ceiling 
tile installed in the living areas of station under 
Air Port program.

High N Y N

33 2825 Campbellton Road SW Fire Station 5 AFR N/A N/A N/A Y 14‐218‐LL‐138 O 12,000 0 Concrete 1 1991 22 50 ‐28 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $175,474  3 $2,520,000  $175,474  7% Fair 11 Y UNK N The facility is in fair condition.  Ducts 
belonging to HVAC have never been cleaned. 
Change PPE lockers to mesh and relocate to 
the bay or hose tower area (Safety Issue). No 
fire protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station.

The kitchen and dayroom needs to be 
renovated. Entire interior of station needs to 
be painted. Restrooms need to be brought up 
to ADA standards. No commercial hood w/ 
ansul system in kitchen.

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof around windows
g. ADA upgrades to restroom and showers

a. 45,000
b. 10,000
c. 10,000
d. 27,000
e. 31,000
f. 9,500
g. 35,000

Not in GIS.  High N Y N

34 309 Edgewood Avenue SE Fire Station 4 AFR N/A N/A N/A Y 14‐0045‐  LL‐
000

O 10,000 0 Asphalt 1 2001 12 50 ‐38 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $110,974  3 $2,100,000  $110,974  5% Fair 5 Y N N The facility is in good condition.   Ducts 
belonging to HVAC have never been cleaned.  
Alarm system needs to be repaired (Safety 
Issue).  

There are some ADA issues that needs to be 
addressed in the station. The station is in need 
of some cosmetic work on the inside 
(painting).  Station kitchen cabinets need to be 
replaced.  

a. Roof replacement
b. Replace ceiling tile and grid
c. Replace floor covering
d. Kitchen renovation
e. Interior paint

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.
a. 42,000
b. 12,000
c. 8,500
d. 25,000
e. 15,000

Not in GIS. High N Y N

35 2911 Donald Lee Hollowell Parkway 
NW 

Fire Station 38 AFR N/A N/A N/A Y 17 
02590001052

O 8,000 0 Concrete 1 1972 41 50 ‐9 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $569,474  3 $1,680,000  $569,474  34% Poor 9 Y Poss N The facility is in poor condition.  There is no 
fire protection system in building; no smoke 
detector system in place to notify station of 
fire if on opposite side of station or in other 
areas.  Ducts belonging to HVAC have never 
been cleaned.   Exterior walls have cracks and 
displaced mortar which is causing water to 
enter into building.  This can lead to mold and 
moisture within the building and roof.  
Change PPE lockers to mesh and relocate to 
the bay or hose tower area (Safety Issue).

No commercial hood range w/ansul system 
installed in kitchen.  Restrooms are in need of 
being brought up to ADA's standards.  Kitchen 
and Dayroom is in desperate need of 
renovation.  Both the interior and exterior of 
station needs major paint job.  

a. Roof replacement
b. Replace ceiling (tile and grid)
c. Kitchen renovation (equipment)
d. Exterior and interior paint
e. Waterproof building and windows
f. ADA upgrades to restroom and showers
g. HVAC repairs
h. Retrofit interior lights (T‐12 to T‐8)

AFR Master Plan ‐ Renovate the station at 
$600K in FY18.
a. 111,000
b. 39,000
c. 75,000
d. 65,000
e. 48,000
f. 90,000
g. 31,000
h. 57,000

Differs from 071813 doc OEAM (2911 
Bankhead Hwy NW) Rear driveway was 
recently re‐poured.  Roof and main drain lines 
were recently replaced.

High N Y N

770 Oak Street SW Air Maintenance AFR N/A N/A N/A Y 14 
01080007063

O 4,140 0 Asphalt UNK 1910 103 30 73 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  N UNK UNK UNK N $8,474  2 $828,000  1% Good 4 N UNK N Low N Y N

770 Oak Street SW General Shop AFR N/A N/A N/A Y 14 
01080007063

O 3,310 0 Asphalt UNK 1970 43 30 13 High
N/A

$8,474  $13,352  N N N/A N N $8,474  2 $662,000  1% Good 4 N UNK N Low UNK UNK UNK

25 Claire Drive Drill yard (trailer) AFR N/A N/A N/A Y 14‐0072‐00LL‐
015

O 800 0 Part asphalt 
/ part 

concrete

1

1960

53 30 23 High

UNK

$8,474  $13,352  N N N/A Y N $33,474  2 $160,000  21% Poor 1 N Poss Poss Replace the trailer and provide modern unit Discussions underway to relocating to Ft Mac 
in FY15.  AFR Master plan ‐ Replacement/ new 
construction $28M in FY15. 

Not in GIS. Low Y N N

25 Claire Drive Training building AFR N/A N/A N/A Y 14‐0072‐00LL‐
015

V

1500

0 Part asphalt 
/ part 

concrete

UNK

2010

3 30 ‐27 Low HVAC, Overhead Door, Ice Maker $8,474  $13,352  N N N/A Y N $670,674  1 $285,000  235% Poor 1 N Poss Poss a. Replace roof
b. Replace water damaged ceiling tile
c. Repair floor tile (asbestos glue and tile)
d. Repair all windows (asbestos window putty)
e. ADA upgrades to restrooms

Discussions underway to relocating to Ft Mac 
in FY15.  AFR Master plan ‐ Replacement/ new 
construction $28M in FY15.
a. 535,220
b. $25,000
c. $22,000
d. 44,000
e. 36,000

Not in GIS. Low N Y N

535 West Whitehall Street SW Fire Station 7 AFR N/A N/A N/A Y UNK V 6,178 0 Part asphalt 
/ part 

concrete

2 1910 103 50 53 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A N Y $2,708,474  3 $1,297,380  209% Poor 4 N UNK N The station will be brought up to today's 
codes.

None of the facilities have adequate power, 
water, or gas.  Facilities have asbestos, mold, 
and lead paint inside. No fire protection 
system in building; no smoke detector system 
in place to notify station of fire if on opposite 
side of station or in other areas of the station.  
Ducts belonging to HVAC have never been 
cleaned.

Renovation of the station to accommodate 
EMS team (4 people)

Not in GIS. Station 7 is the department's old 
station.  It is currently under renovation and is 
scheduled to reopen during the 1st quarter of 
2014 therefore was moved to medium.

Medium N Y N

770 Oak Street SW Fire Station 7 Old / Shop AFR N/A N/A N/A Y 14 
01080007063

O 9,856 0 Asphalt UNK 1960 53 30 23 High

N/A

$8,474  $13,352  N N N/A N Y $8,474  3 $2,069,760  0% Good 4 N N N Under renovation? Low N N Y

165 16th Street NW Fire Station 11 AFR N/A N/A N/A Y 17‐0108‐0001‐
548

O 14,964 0 Asphalt 2 2010 3 50 ‐47 Low HVAC, Overhead Door, Ice Maker $8,474  $13,352  N N N/A Y N $68,374  3 $3,142,440  2% Good 2 N UNK N a. Interior paint
b. ADA upgrades to restrooms 
c. Exhaust fan repairs

a. 15,600
b. 38,800
c. 5,500

Not in GIS.  Low N Y N

447 Flat Shoals Avenue SE Fire Station 13 (old) AFR OEAM N/A N/A Y 15‐177‐3‐153 V 1,950 0 Asphalt 2 UNK UNK 50 UNK UNK $8,474  $13,352  Y Y Y N N $8,474  3 $409,500  2% Good 5 N N N N/A The station at this time is inhabitable.    The 
facility has no adequate power, water, or gas. 
The facility has asbestos, mold, and lead paint 
inside. No fire protection system in building; 
no smoke detector system in place to notify 
station of fire if on opposite side of station or 
in other areas of the station. Ducts belonging 
to HVAC have never been cleaned.

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.

Not in GIS. May be sold.  This station is no 
longer in service.  OEAM is in possession of the 
building. There are no plans by the 
department to use the building. 

High N N Y

431 Flat Shoals Ave SE Fire Station 13 (new) AFR N/A N/A N/A Y 15 177 03 027 O 9,775 0 Concrete UNK 2010 3 50 ‐47 Low HVAC, Overhead Door, Ice Maker $8,474  $13,352  N N N/A Y N $30,374  3 $2,052,750  1% Good 5 N N N ADA upgrades to restrooms There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.

Has community room Low N Y N

2007 Oakview Road SE Fire Station 18 AFR N/A N/A N/A Y 15 206 02 071 O 2,570 0 Concrete 2 2009 4 50 ‐46 Low HVAC, Overhead Door, Ice Maker $8,474  $13,352  N Y N Y N $428,774  3 $539,700  79% Poor 5 Y N N N/A a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material)
d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers
h. HVAC repairs

There are no plans to rebuild and/or renovate, 
via AFR's Master Plan.
a. 62,300
b. 25,500
c. 48,000
d. 125,500
e. 55,000
f.  22,000
g. 67,000
h.  15,000

Medium N Y N

4260 Northside Drive NW Fire Station 27 AFR N/A N/A N/A Y 17 0161 LL015 O 3,862 0 Concrete 1 1953 60 30 30 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  N N N/A Y N $561,174  3 $811,020  69% Poor 8 Y Poss Poss a. Roof replacement
b. Replace ceiling 
c. Replace floor covering (asbestos material) 
f. HVAC repairs

d. Kitchen renovation
e. Exterior and interior paint
f. Waterproof building and windows
g. ADA upgrades to restroom and showers

a. 107,800
b. 25,000
c.  50,000
d. 171,800
e. 61,000
f. 49,600
g. 77,000
h.  10,500

AFR Master Plan ‐ Replacement/ new 
construction $2.6M in FY18.

Low N Y N

2040 Main Street NW Fire Station 28 (old) AFR N/A N/A N/A Y 17 
02520004021

V 4,280 0 Asphalt 1 1953 60 30 30 High HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A N N $8,474  3 $898,800  1% Good 9 Y Y Poss Old station is a residential style station.  It is in 
poor condition.  There is mold in station, roof 
is leaking, peeling paint, and structure damage 
to station near the hose tower area.

Might be sold.  High N N Y

1925 Hollywood Road NW Fire Station 28 (new), Mini Precinct 
and, Community Room

AFR APD N/A N/A Y 17 
02520009037 
or 17‐0252‐
0009‐047

O 12,763 1 Asphalt 1 2013 0 50 ‐50 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  N N N/A Y N $8,474  3 $2,680,440  0% Good 9 Y N N Noted as 1925‐1931 Hollywood Rd NW or 1929 
Hollywood Rd on various documents. Opened 
on June 6 2013.

Low N N N

4697 Wieuca Road NE Fulton County Fire Department 
Station 39  

AFR N/A City of Sandy 
Springs

12/14/2011 N 17 
00950003119

O 20,000 0 Concrete UNK 1978 35 50 ‐15 Low HVAC, Overhead Door, Ice Maker, 
Exhaust removal system

$8,474  $13,352  Y N N/A Y N $8,474  3 $4,200,000  0% Good 8 N Y N No fire protection system in building to notify 
station of fire if on opposite side of station or 
in other areas.  Old cast iron pipes need to be 
replaced along with galvanized pipes which 
allows for rust to mix into water and drinking 
water.   No commercial hood range w/ansul 
system installed in kitchen.  Ducts belonging 
to HVAC have never been cleaned.

Sale being negotiated now, in 2013.  This 
station is ran by Sandy Springs Fire and 
Rescue.  AFRD is not responsible for the 
upkeep and maintenance of this facility.

High N N Y

3493 Donald Lee Hollowell Pkwy NW Atlanta Public Safety Annex and 
Storage

APD AFR N/A N/A Y 17 0266  LL054 O 184,764 1 UNK 3 2008 5 30 ‐25 Low Lighting and security, HVAC $173,352  $8,474  N Y N Y N $173,352  2 $36,953,000  0% Good 9 N N N N/A Not in GIS. 60K of security upgrades funded 
4/25/12.

Medium N Y N

226 Peachtree Street SW Public Safety Headquarters APD AFR N/A N/A Y 14‐0077‐0009‐
008,  14‐0077‐
0009‐009, 14‐
0077‐0009‐
010, 14‐0077‐
0009‐011,   14‐
0077‐0009‐
019, 14‐0077‐
0009‐020, 14‐
0077‐0009‐052

O                180,931  1 UNK 6 2008 5 30 ‐25 Low UNK $38,785  $43,307  N Y N Y N $181,785  1 $34,377,080  1% Good 2 N N N N/A a. Interior paint
b. Update camera system

a. 48,000
b. 95,000

Medium N Y N

561 Key Road Honor Farm APD N/A N/A N/A Y 15‐082‐01‐001, 
15‐111‐01‐005

V 41,160 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 1 $7,820,400  UNK UNK 1 N UNK Poss Closed, Includes house & Prison bldg./ Police 
Services uses house occasionally for training 
and staging hostages (SWAT) (Old Prison Farm) 
Was under corrections.

Low UNK UNK UNK

560‐A Key Road House Corrections N/A N/A N/A Y 15‐82‐1‐01 V 1,440 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 4 $259,200  UNK UNK 1 N UNK Poss Low N N Y
560‐B Key Road Storage Building Corrections N/A N/A N/A Y 15‐82‐1‐01 V 1,440 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 2 $288,000  UNK UNK 1 N UNK Poss Low N N Y
2356 Fayetteville Road SE House Corrections N/A N/A N/A Y 15‐82‐1‐01 V 1,770 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 4 $318,600  UNK UNK UNK N UNK Poss Low N N Y
558 Key Road House Corrections N/A N/A N/A Y 15‐82‐1‐01 V 29,050 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 4 $5,229,000  UNK UNK 1 N UNK Poss Low N N Y
560‐C Key Road House Corrections N/A N/A N/A Y 15‐82‐1‐01 V 2,720 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 4 $489,600  UNK UNK 1 N UNK Poss Low N N Y

561 Key Road House (Training Academy)  Corrections N/A N/A N/A Y 15‐82‐1‐01 V 3,706 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 4 $667,080  UNK UNK 1 N UNK Poss Low N N Y
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Owned Data

Rank Asset Address
Unless otherwise noted properties 

are in Atlanta, GA
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Lessee Lease 
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for Maintenance 
Yes (Y) or No (N)
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Occupied (O)
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Vacant (V)
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Asset (SF)
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Department 
Asset (SF)

Parking SF 
and or 
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Number of 
Stories

Facility 
Built (Year)

Age 
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Cycle (Year)

Years Past 
Life Cycle

Years Past 
Life Cycle: 
High=10+, 
Medium=5‐
10, Low=0‐

5

Description of Annual Maintenance 
Needs
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Maintenance 
Needs ($)

Annual 
Maintenance 
Budget ($)
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Enhancemen
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(Y) or No (N)

Core and 
Shell 
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Structural 
(Y) or No 

(N)
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Functional 

Needs are Met 
Yes (Y) or No 

(N)

Funding for 
Facility 

Replacement 
or Occupant 
Relocation 

Identified? Yes 
(Y) or No (N)

 Maintenance, 
Repair, & Element 

Replacement 
Deficiency Cost ($) 

A 

Category 1. Light 
Use, 2. Light 

Mfg./Storage, 3. 
Heavy 

Use/Hazmat, 4. 
Res.

 Replacement 
Value of the 
Facility ($) 

B 

 Estimated Cost  Facility 
Condition 
Index 
(FCI%) 
A/B

Good 
(<5%), 
Fair (5%‐
11%) or 
Poor 
(>11%)

Council 
District

Data Entry 
Complete 
Yes (Y) or 
No (N)

Sale Planned 
Yes (Y), No (N) 

Possible 
(Poss), or 
Unknown 
(UNK)

To be 
Demolished 
Yes (Y), No 
(N), or 

Possible (Poss)

Cost of 
Demolition  

($) 

Description of Safety Enhancement Issue 
From Departments

Description of Must Needed Major Repairs 
From Departments

Description of Must Needed Major Repairs 
From OEAM

OEAM Additional Comments General Comments Overall 
Priority 
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Medium, 
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Replacement 
Needed Yes 
(Y) or No (N)

Repair 
Needed 
Yes (Y) or 
No (N)

Asset 
Deemed 
or to be 
Deemed 
Surplus 
Yes (Y) or 
No (N)

254 Peachtree Street  City Detention Center / New Jail Corrections N/A N/A N/A Y 14‐77‐8‐72 O 470,000 0 UNK 8 1995 18 30 ‐12 Low Replacement of Roof, Fire System 
Upgrades, Elevator replacement, 
expansion joints, Flooring replacement in 
housing and visitation areas, facility 
lighting upgrades, Electronic security 
system upgrades, sand blasting and 
painting of exterior of building, and 
replacement of cooling coils.

$4,897,804  $0  N Y Y N N $7,297,804  1 $89,300,000  8% Fair 2 N N N N/A Roof replacement Medium N Y N

236 Peachtree Street 24/7 Gateway Homelessness Service 
Center, short‐term residential, office 
space and parking lot

OEAM Corrections Downtown 
Development 
Authority of the 
City of Atlanta (Sub‐
lessee 24/7 
Gateway , LCC)

9/29/1934 N 14‐77‐9‐52 O 160,000 1 UNK 4 UNK UNK 30 UNK UNK UNK UNK UNK N N N/A Y N UNK 1 $30,400,190  UNK UNK 2 N N N N/A Closed in 2004. (Old Pre‐Trial Detention Center 
) Run by Gateway LLC

Low N N N

963 Edgewood Avenue Inman Park ‐ Car / Trolley Barn OEAM DPR Atlanta and 
Edgewood Street 
Railway Company

4/30/2009 N 14‐14‐10‐73, 
73

O 4,895 1 UNK UNK 1883 130 30 100 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 1 $930,240  UNK UNK 2 N UNK N Lease expired in 4/30/09. Low N N N

209 Edgewood Avenue Municipal Market OEAM N/A The Municipal 
Market Company

6/30/1943 Y 14‐0052‐0003‐
016, 14‐0052‐
0003‐271, 14‐
0052‐0003‐281

O 51,565 0 UNK 2 UNK UNK 30 UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK 1 $9,797,350  UNK UNK 5 N UNK N In 2010 the market was renovated.  Site 
purchased via grant funds.

Low N N N

250 Georgia Avenue Ga. Hill Neighborhood Facility OEAM DPR N/A N/A Y 14‐54‐3‐74 O 46,851 1 UNK 3 UNK UNK 30 UNK UNK UNK $10,803  $20,000  UNK UNK UNK UNK UNK $254,103  1 $8,901,880  3% Good 1 N UNK N a. Roof repairs
b. Upgrade to camera system
c. Interior paint
d. Carpet/ flooring
e. Exterior pressure wash/seal

a. 50,000
b. 10,000
c. 48,900
d. 56,500
e. 68,900

Low N Y N

215 Lakewood Way John C. Birdine Neighborhood 
Facility, Zone 3 Mini precinct

OEAM APD & DPR N/A N/A Y 14‐0071‐0002‐
061

O 55,610 8,600 UNK 3 UNK UNK 30 UNK UNK UNK $1,673  $7,611  UNK UNK UNK UNK UNK $314,773  1 $12,199,900  3% Good 12 N UNK N a. Roof repairs
b. Upgrade to camera system
c. Interior paint
d. Carpet/ flooring
e. Exterior pressure wash/seal
f. Renovate lobby floor
g. HVAC repairs

a. 76,400
b. 19,000
c. 31,900
d. 58,000
e. 75,000
f. 40,500
g. 12,300

Low N Y N

477 Windsor Street Dunbar Neighborhood Center OEAM DPR & APD (PAL 
Police Athletic 

League)

N/A N/A Y 14‐85‐10‐47 O 57,509 1 UNK 3 UNK UNK 30 UNK UNK UNK $2,900  $7,495  UNK UNK UNK UNK UNK $262,900  1 $10,926,900  2% Good 4 N UNK N UNK a. Roof repairs
b. Upgrade to camera system
c. Interior paint
d. Carpet/ flooring
e. Exterior pressure wash/seal

a. 67,000
b. 21,000
c. 39,900
d. 48,000
e. 85,000

UNK Low N Y N

68 Mitchell Street / 55 Trinity Avenue City Hall Tower / City Hall South and 
Executive Protection

OEAM APD N/A N/A Y 14‐77‐10‐44 O 390,000 400 UNK 5+ 
Penthouse, 
15+pentho

use

1930/1989 UNK 30 UNK UNK UNK $184,456  $250,261  UNK Y Y UNK UNK $5,579,456  1 $74,176,000  8% Fair 2 N N N N/A UNK a. Roof replacement
b. Waterproof (City Hall South/ Tower)
c. Renovation to Tower plaster (old council & 
other)
d. Update HVAC control system

a. 345,000
b. 3,800,000
c. 450,000
d. 800.000

UNK Medium N Y N

818 Pollard Street (formerly 
Washington St.) 

Atlanta Workforce Development, 
Vehicle for Hire, COPS/ Code future 
home, EXE HUMAN SERVICES

OEAM APD N/A N/A Y 14‐75‐LL‐3 O 107,281 1 UNK 3 UNK UNK 30 UNK UNK UNK $22,398  $24,526  UNK Y N UNK UNK $197,698  1 $20,383,580  1% Good 1 N UNK N N/A UNK a. Waterproof and seal exterior
b. Repair HVACs

a. 150,000
b. 25,300

UNK Medium N Y N

150 Garnett Street Municipal Court  OEAM N/A N/A N/A Y 14‐77‐09‐34 O 208,633 0 UNK 6 UNK UNK 30 UNK UNK UNK $132,008  $185,396  UNK N N/A UNK UNK $372,808  1 $39,640,270  1% Good 2 N UNK N UNK a. Waterproof and seal exterior
b. Interior paint

a. 165,800
b. 75,000

UNK Low N Y N

1347 Graymont Drive Houses in the City’s name but that 
may “belong” to others

OEAM N/A N/A N/A UNK
14 

01370004005

O 867 0 UNK 1 1950 63 30 33 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 4 $156,060  UNK UNK 4 N UNK Poss Serious title issues. Houses that are in the 
City’s name but that may “belong” to others. 

Low N N Y

1241 Almont Drive SW Houses in the City’s name but that 
may “belong” to others

OEAM N/A N/A N/A UNK
14 

01380006011

V 792 0 UNK 1 1947 66 30 36 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 4 $142,560  UNK UNK 4 N UNK Poss Serious title issues. Houses that are in the 
City’s name but that may “belong” to others. 

Low N N Y

1586 South Gordon Street SW Houses in the City’s name but that 
may “belong” to others

OEAM N/A N/A N/A UNK
14 

01490010042

O 1,600 0 UNK 1+ 
basement

1920 93 30 63 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 4 $288,000  UNK UNK 10 N UNK Poss Serious title issues. Houses that are in the 
City’s name but that may “belong” to others. 

Low N N Y

1732 Jobeth Avenue SE, Dekalb 
County

Houses in the City’s name but that 
may “belong” to others

OEAM N/A N/A N/A UNK
15 175 02 160 

O 1,022 0 UNK 1 1947 66 30 36 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 4 $183,960  UNK UNK N/A N UNK Poss Serious title issues. Houses that are in the 
City’s name but that may “belong” to others.  
Building value 2013 1,330

Low N N Y

903 Parkstone Drive,  Stone 
Mountain, GA

House OEAM N/A N/A N/A Y
18‐90‐8‐15

V 1,324 0 UNK 1 1967 46 30 16 High UNK UNK UNK UNK UNK UNK UNK UNK UNK 4 $238,320  UNK UNK N/A N UNK N Low N N Y

1834 Ralph David Abernathy 
Boulevard SW

Woman's Shelter OEAM N/A YWCA/Cascade 
House

6/22/2005 N
14‐139‐1‐16

O 2,400 0 UNK UNK UNK UNK 30 UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK 1 $456,000  UNK UNK 10 N UNK N UNK Low N N N

143 Alabama Street Multimodal Passenger Terminal OEAM Planning & 
Development

N/A N/A Y 14‐77‐2‐65 V 75,000 0 UNK 6 + 
basement

UNK UNK 30 UNK UNK Demolition UNK UNK Y Y UNK N N UNK 1 $14,250,000  UNK UNK 2 N UNK Y $2,000,000 Asbestos Mayor wants it demolished. Built in mid 20's. 
Approx. 2 million to demolish

Low N N Y

1148 Lotus Avenue NW House OEAM N/A N/A N/A Y 17 
02480002046

V 914 0 UNK 1 1952 61 30 31 High UNK UNK UNK UNK UNK Y Y UNK 4 $164,520  UNK UNK 9 N UNK Y UNK To be demolished, cost already budgeted. Low N N Y

1110 Hill Street Warehouse / Office                                   DPW N/A N/A N/A Y 14‐42‐7‐4 V 26,835 0 UNK UNK UNK UNK 30 UNK UNK Install barbed wire or chain link fence UNK #DIV/0! N Y N N N UNK 2 $5,367,000  UNK UNK 1 N UNK Poss Street Operations, decision pending on 
recertifying concrete plant.

Medium N Y UNK

1150 North Avenue NE Warehouse C                                             DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 31,457 0 UNK 1 UNK UNK 30 UNK UNK Full renovation, Repair outside lights, 
Turn break room into office, Redo 
ceiling, Install Central air & heat, 
Sprinkler system (if necessary),Repair 
bathrooms, Purchase Forklift for moving 
heavy materials, Install Flooring, Replace 
Furniture

$15,511  $2,000  N Y N N N $15,511  2 $6,291,400  0% Good 3 N UNK N N/A Full Renovation Street Operations Medium N Y N

1150 North Avenue NE Administration Building DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 12,348 0 UNK 1 1992 21 30 ‐9 Low Redo bathrooms, Redo both Men's and 
Ladies Locker rooms, Install shower 
doors with locks, Replace 4 locks, Repair 
plumbing, Repair leaking ceiling, Repair 
lights in men's locker room, Cubicles for 
supervisors (11.5' x 22'), approx. 8, Install 
new phone system, 2 person cubicle in 
center room, Pave parking lot, Install 
equipment for JOC

$15,511  $2,000  N Y N N N $15,511  1 $2,346,120  1% Good 3 N UNK N N/A Redo Bathrooms Medium N Y N

1150 North Avenue NE Resource Pool DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 816 0 UNK 1 1970 43 30 13 High Full renovation needed, Install computer 
drops

$15,511  $2,000  N Y N N N $15,511  2 $163,200  10% Fair 3 N UNK N N/A Full Renovation Medium N Y N

1150 North Avenue NE Building  D Carpenter Shop DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 5,740 0 UNK 1 1980 33 30 3 Low Update Lighting, Tools, Update 
ventilation system, Full renovation 
needed, Install computer drops, Install 
office

$15,511  $2,000  N Y N N N $15,511  2 $1,148,000  1% Good 3 N UNK N N/A Full Renovation Medium N Y N

1150 North Avenue NE Training Building DPW N/A N/A N/A Y 14‐0114‐LL‐
008

V 1,680 0 UNK 1 1970 43 30 13 High Full renovation needed, Install computer 
drops

$15,511  $2,000  N Y N N N $15,511  1 $319,200  5% Good 3 N UNK N N/A Full Renovation Medium N Y N

1150 North Avenue NE Parking Meter Office DPW N/A N/A N/A Y 14‐0114‐LL‐
008

V 2,226 0 UNK 1 1950 63 30 33 High Full renovation needed, Update 
plumbing, Replace retaining wall

$15,511  $2,000  N Y Y N N $15,511  1 $422,940  4% Good 3 N UNK N N/A Full Renovation Medium N Y N

1150 North Avenue NE Guard Booth / Shelter DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 600 0 UNK 1 1970 43 30 13 High UNK $15,511  $2,000  N Y N N N $15,511  1 $114,000  14% Poor 3 N N N UNK Full Renovation Medium N Y N

1150 North Avenue NE Warehouse / Utility / Salt Shed DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 5,120 0 UNK 1 UNK UNK 30 UNK UNK UNK $15,511  $2,000  N Y Y N N $15,511  1 $972,800  2% Good 3 N UNK N UNK New Roof Medium N Y N

1150 North Avenue NE Ground Maintenance DPW N/A N/A N/A Y 14‐0114‐LL‐
008

O 2,160 0 UNK 1 1970 43 30 13 High UNK $15,511  $2,000  N Y N N N $15,511  1 $410,400  4% Good 3 N UNK N UNK Full Renovation Medium N Y N

120‐124 Claire Drive Signs & Markings Shop and Street 
Light/Traffic Signals Shop                        

DPW N/A N/A N/A Y 14‐72‐LL‐15 O 68,488 0 UNK 1 1978 35 30 5 Medium Re‐grade entrance to abate Flooding, 
Paving and striping in parking lot, Move 
guard shed to outside the gate, Install 
automatic gate, Repaint all offices and 
building, Install handicapped access, 

Signage, Install new phone system with 
intercom, General Cleaning of facility, 
Install new cubicles for supervisors (6), 
Install wall/ fence to divide sections of 
warehouse, Convert Men's locker room 
to Ladies' locker Room and Upgrade, 

Repair multiple broken stalls, Replace all 
office doors, Install new lockers, Flooring 
throughout building, Re‐tile bathroom, 
Lighting throughout, Install Conference 

room to seat 10 people, Renovate 
employee break room

$207,109  $20,000  N Y N N N $730,609  2 $13,697,600  5% Fair 1 Y N N N/A a. Administrative Office HVAC System upgrade ‐
75,000
b. Technicians Restrooms renovation ‐ 8,000   
c. Supervisors office floor linoleum is oil 
soaked, replace with ceramic tile ‐ 3,500           
d. Metal exterior window frames are rusting  
out, sand blast, prime and paint ‐ 4,500 
e. CNG Study to provide conceptual plans and 
pricing ‐ 25,000
f. CNG upgrade Per wing – (SWS) ‐ 150,000
g. Shop lighting poor, consider upgrading to 
energy efficient ‐ 20,000
h. Oil distribution system should be integrated 
and metered thru F/A ‐ 75,000    
i. Shop ventilation system overhaul or upgrade 
‐ 25,000
j. 4 in‐ground lifts need replacing,  (30‐years 
old) ‐ 85,000
k. Renovate the small abandon parts room 
next to the Fire shop for a centralized service 
writers location ‐ 7,500 
l.  Shop floor drains should be connected into 
the cities sanitary sewer system ‐ ?
m.  The shop apron and parking lot should be 
replaced as result of oil contamination ‐?     
n.  The storm drains need to be evaluated and 
repaired ?

Traffic & Transportation Medium N Y N
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Owned Data

Rank Asset Address
Unless otherwise noted properties 

are in Atlanta, GA

Usage / Common Name Primary 
Department

Secondary 
Department

Lessee Lease 
Termination 

Date

City Responsible 
for Maintenance 
Yes (Y) or No (N)

Parcel ID 
Number

Occupied (O)
or

Vacant (V)

Primary 
Department 
Asset (SF)

Secondary 
Department 
Asset (SF)

Parking SF 
and or 
Type

Number of 
Stories

Facility 
Built (Year)

Age 
(Year)

Expected Life 
Cycle (Year)

Years Past 
Life Cycle

Years Past 
Life Cycle: 
High=10+, 
Medium=5‐
10, Low=0‐

5

Description of Annual Maintenance 
Needs

Annual 
Maintenance 
Needs ($)

Annual 
Maintenance 
Budget ($)

Safety 
Enhancemen
t Issue Yes 
(Y) or No (N)

Core and 
Shell 

Systems 
Failure (Y) 
or No (N)

Core and 
Shell 

Systems 
Failure 

Structural 
(Y) or No 

(N)

Facility 
Functional 

Needs are Met 
Yes (Y) or No 

(N)

Funding for 
Facility 

Replacement 
or Occupant 
Relocation 

Identified? Yes 
(Y) or No (N)

 Maintenance, 
Repair, & Element 

Replacement 
Deficiency Cost ($) 

A 

Category 1. Light 
Use, 2. Light 

Mfg./Storage, 3. 
Heavy 

Use/Hazmat, 4. 
Res.

 Replacement 
Value of the 
Facility ($) 

B 

 Estimated Cost  Facility 
Condition 
Index 
(FCI%) 
A/B

Good 
(<5%), 
Fair (5%‐
11%) or 
Poor 
(>11%)

Council 
District

Data Entry 
Complete 
Yes (Y) or 
No (N)

Sale Planned 
Yes (Y), No (N) 

Possible 
(Poss), or 
Unknown 
(UNK)

To be 
Demolished 
Yes (Y), No 
(N), or 

Possible (Poss)

Cost of 
Demolition  

($) 

Description of Safety Enhancement Issue 
From Departments

Description of Must Needed Major Repairs 
From Departments

Description of Must Needed Major Repairs 
From OEAM

OEAM Additional Comments General Comments Overall 
Priority 
High, 

Medium, 
Low

Replacement 
Needed Yes 
(Y) or No (N)

Repair 
Needed 
Yes (Y) or 
No (N)

Asset 
Deemed 
or to be 
Deemed 
Surplus 
Yes (Y) or 
No (N)

120 Anderson Avenue NW, Atlanta, 
GA 30314

Anderson Park Recreation Center and 
Concession Building

DPR APD (PAL Police 
Athletic 
League)?

N/A N/A Y 14‐174‐LL‐45 O 15,338 1,000 UNK UNK 1980 33 50 ‐17 Low Strip/Resurface Floors; PM for HVAC, 
Elevators, Fire Suppression; Roof, Drain 
Cleaning;  Repainting, Relamping, 
Breakage / Vandalism Repairs, 

 $                46,000   $                        ‐    N Y UNK N N  $            2,500,000  1 $3,104,220  81% Poor 3 N UNK UNK N/A  Leaks.  Plumbing. Add 10,000 ft2 for 
additional programming space including 
fitness.  ADA Compliance.  Green building 
improvements. 

Inadequate programming space, inadequate 
storage, no space for future fitness 
programming

Medium N Y N

477 Windsor Street Rosa Burney Park ‐ Bath House DPR APD Police 
Athletic League 

(PAL)

N/A N/A Y 14‐0085‐LL‐
047

O 3,440 1 UNK UNK 2004 9 30 ‐21 Low UNK UNK N UNK UNK Y N  $                          ‐    3 $722,610  0% Good 4 N UNK UNK N/A Low UNK UNK UNK

2025 Hosea Williams Drive  Zone 6 Precinct APD N/A N/A N/A UNK 15‐0206‐0008‐
003

O 9,500 UNK 2 UNK UNK UNK UNK UNK UNK UNK $0 N Y UNK N N UNK 1  $        7,000,000   $        7,000,000  UNK Poor UNK N  N   N  N/A Possible mold growth  Currently leased but will be rebuilt. (formerly 
Boulevard Dr.)  Lessee pays utilities & 
janitorial; 30‐day termination by either party. 

Medium Y N N

Combined Police/Fire Training 
Academy

AFR APD N/A N/A Y UNK V UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK N N N N N UNK 4  $      45,000,000   $      45,000,000  UNK UNK UNK N  N   N  N/A Facility is in concept stage therefore cost is 
only a ROM estimate. As a concept it was 
ranked Medium.

Medium Y N N

Guard Booths Guard Booths Various N/A UNK UNK Y VARIOUS O 250 0 N/A 1 UNK UNK 15 UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK $3,500  1 $47,500   UNK   UNK  N/A N UNK N N/A Insulation/ HVAC/ Exterior paint SF areas are estimated Low N Y N
Vendor Kiosks Vendor Kiosks Various N/A UNK UNK Y VARIOUS V 1,550 0 N/A 1 UNK UNK 15 UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK $3,500  1 $294,500   UNK   UNK  N/A N UNK N N/A Insulation/ HVAC/ Exterior paint SF areas are estimated Low N Y N
Parking Decks Parking Decks Various N/A VARIOUS UNK UNK VARIOUS V 344,700 0 N/A UNK UNK UNK 30 UNK UNK UNK UNK UNK UNK UNK UNK UNK UNK $3,500  2 $68,940,000   UNK   UNK  N/A N UNK N N/A Insulation/ HVAC/ Exterior paint SF areas are estimated Low N Y N
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Abbreviation or 
Acronym 

Full Name

AFR Atlanta Fire and Rescue
APD Atlanta Police Department 
CNG Compressed Natural Gas
COA City of Atlanta
DCOO Department of Chief Operating Officer
Dept. Department
DIT Department of Information Technology
DPCD Department of Planning and Community Development
DPR Department of Parks and Recreation
DPW Department of Public Works
EXE Executive office
FCI Facility Condition Index
FOR Focus on Results
FY Fiscal Year
GIS Graphic Information System
ID Identification
LTD Lifetime to Date
Med. Medium
N No
N/A Not Applicable
NE Northeast
NW Northwest
O Occupied
OEAM Office of Enterprise Assets Management 
OOB Office of Buildings
OOT Office of Transportation
PAL Police Athletic League
Poss. Possible
SE Southeast
SF Square Foot
SW Southwest
UNK Unknown
V Vacant
Y Yes
YPLC Years Past Life Cycle



Department:  AFR
Source: Ingrid Carries, Repair & Maintenance-AFR.xlsx

Repair & Maintenance
FY13 Budget Encumbrance Actual Combined

Building 587,500.00$   247,101.86$  125,755.74$  372,857.60$  
Equipment* 350,478.00$   108,661.42$  200,167.49$ 

Total 937,978.00$  355,763.28$  325,923.23$

Equipment funds are mostly for fixture such as garage gates and the like; 
however, it is not exclusive to only fixtures.

To look up zip codes and Council Districts
https://tools.usps.com/go/ZipLookupAction!input.action 
http://gis.atlantaga.gov/apps/parcel_search/ 

Department:  DPW
Source: Rita Braswel

Total costs per facility from FY13 for general maintenance

FACILITY
 NORTH 
AVENUE   CLAIRE DRIVE   HILL   STREET 

Utilities

Water     405,354.28 1

Electricity       26,627.45      151,329.78         2,516.00 

Gas       12,398.66        14,191.21 2

Plumbing       21,127.05          5,133.33 

Electrical       17,399.79        36,454.85 
TOTAL        77,552.95      207,109.17     407,870.28 
1  Water used primarily at Hill Street facility for concrete mixing.
Currently working with DWM to split costs among all facilities.
2  No gas, plumbing, or electrical usage at Hill Street as facility is not used.
Assessment of facility needs from a layman’s perspective.  Cost of improvements are unknown; however, it show

VFA.Facility pricing

Phase 1 2 3
% Accurate 70% 80% 95%
Cost / SF 2‐3� 5‐6� 10‐12�



*Replacement Value of the Facility Category
Category $/SF cost
1. Light use (office buildings) 190$       
2. Light manufacturing/storage 200$       
3. Heavy use/hazardous materials 210$       
4. Residential 180$       
*Where not provided by department

ws the extensive needs at the facilities.




